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CENTER LINE

DIAMETER OR ROUND LINE

EXISTING

PERPENDICULAR

POUND OR NUMBER

PLATE

NEW

WORK POINT

NOMINAL FLOOR LEVEL
OR MATCH LINE

COLUMN GRID4

4 LOUVER SYMBOL

4 DOOR SYMBOL

4 WINDOW SYMBOL

4 GATE SYMBOL

4

A-4

SECTION / EXTERIOR
ELEVATION SYMBOL

SECTION / ELEVATION NUMBER

SHEET NUMBER

4

A-4

A-4

DETAIL SYMBOL

DETAIL NUMBER
SHEET NUMBER

INTERIOR ELEVATION SYMBOL

DETAIL NUMBER
SHEET NUMBER

1

24

3

1 EQUIPMENT SYMBOL

26 6
STUD SIZE

TYPE NO.

REVISION SYMBOL

100

2436 30

WIC- WOODWORK INSTITUTE
SERIES DESIGNATION

CABINET DESIGNATION

HEIGHT
DEPTH
WIDTH

D14 KEY NOTE SYMBOL

NORTHNREF

4

A.B.
ACOUS.
ADM.
ALS

ALT.
ALUM.
APPROX.
ARCH.

ANCHOR BOLTS
ACOUSTICAL
ADMINISTRATIVE
ASSISTIVE LISTENING 
SYSTEM
ALTERNATE
ALUMINUM
APPROXIMATE
ARCHITECTURAL

BLDG.
BLK.
BLKG.
BM.
B.N.
BOT.
BRD.
BTR.

BUILDING
BLOCK
BLOCKING
BEAM
BOUNDARY NAIL
BOTTOM
BOARD
BETTER

CAB.
CAC.

CAT.
CEM. PLAS.
CER.
C.J.
CLG.
CLR.
C.O.

COL.
CONC.
CONN.
CONT.
CONTR.
C.M.U.
CSPE

CABINET
CALIFORNIA ADMIN-
ISTRATIVE CODE
CATWALK
CEMENT PLASTER
CERAMIC
CONSTRUCTION JOINT
CEILING
CLEAR
(GSA) CONTRACTING 
OFFICER
COLUMN
CONCRETE
CONNECTION
CONTINUOUS
CONTRACTOR
CONCRETE MASONRY UNIT
CHLOROSULFONATED 
POLYETHYLENE 
("HYPALON")

DBL.
DET.
D.F.
DIAG.
DIA.
DIM.
DN.
DP.
DR.
D.S.
DSA

DOUBLE
DETAIL
DOUGLAS FIR
DIAGONAL
DIAMETER
DIMENSION
DOWN
DEEP
DOOR
DOWNSPOUT
DIVISION OF THE STATE 
ARCHITECT

EA.
E.F.
E.J.
ELEV.
ELEC.
EMT
E.N.
E.Q.
EQPT.
E.S.
E.W.
EXIST.
EXP.
EXT.

EACH
EACH FACE
EXPANSION JOINT
ELEVATION
ELECTRICAL
ELEC. METALLIC TUBING
EDGE NAIL
EQUAL
EQUIPMENT
EACH SIDE
EACH WAY
EXISTING
EXPANSION
EXTERIOR

FDN.
FHWS
FIN.
FIN. FL.
F.J.
FL.
FLUOR.
F.N.
F.O.C.
F.O.F.
F.O.M.
F.O.S.
FRMG.
FT.

FOUNDATION
FLAT HEAD WOOD SCREW
FINISH
FINISH FLOOR
FLOOR JOIST
FLOOR
FLUORESCENT
FIELD NAIL
FACE OF CONCRETE
FACE OF FINISH
FACE OF MASONRY
FACE OF STUD
FRAMING
FOOT/FEET

G.S.M.
GYP. BD.

GALVANIZED SHEET METAL
GYPSUM BOARD

H.D.
HMA

HORIZ.
H.S.B.
HT.
HDR.

HOLD-DOWN
HAZARDOUS MATERIALS
ABATEMENT
HORIZONTAL
HIGH STRENGTH BOLTS
HEIGHT
HEADER

IN.
I.D.
INSUL
ISA

INCH(ES)
INSIDE DIAMETER
INSULATION
INTERNATIONAL SYMBOL 
OF ACCESS

JT.
JST.

JOINT
JOIST

MAX.
M.B.
MECH.
MET.
MEZZ.
MFR.
MIN.

MAXIMUM
MACHINE BOLTS
MECHANICAL
METAL
MEZZANINE
MANUFACTURER
MINIMUM

N/A
N.I.C.
NOM.
N.T.S.

NOT APPLICABLE
NOT IN CONTRACT
NOMINAL
NOT TO SCALE

O.C.
O.H.
OLA
OPP.

ON CENTER
OPPOSITE HAND
OFFICE OF LOCAL ASSISTANCE
OPPOSITE

PERIM.
PBS
P.C.C.
PL.
P.L.
P.LAM.
PLYWD.
P.N.
P.S.F.
P.S.I.
P.T.
PT.

PERIMETER
PUBLIC BUILDINGS SERVICE
PRECAST CONCRETE
PLATE
PROPERTY LINE
PLASTIC LAMINATE
PLYWOOD
PLATE NAIL
POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
PRESSURE TREATED
POINT

R.
RAD.
REINF.
REQD.
RES.
R.O.
R.S.
RDWD.
RO.
R.W.L.

RISER
RADIUS
REINFORCEMENT
REQUIRED
RESILIENT
ROUGH OPENING
ROUGH SAWN
REDWOOD
ROUGH
RAIN WATER LEADER

GA.
GAL.
GALV.
GSS
GLB
GRD.
GSA

GAUGE
GALLON
GALVANIZED
GALVANIZED SHEET STELL
GLUE LAMINATED BEAM
GRADE
GENERAL SERVICES
ADMINISTRATION

SA
SCD
SHT.
S.H.
SIM.
SLDR.
SMD
S.O.G.
SPEC(S)
SQ.
S.S.
S.S.D
S.S.P.
STRUC.
SYM.

SUSPENDED ACOUSTICAL
SEE CIVIL DRAWINGS
SHEET
SINGLE HUNG
SIMILAR
SLIDER
SEE MECHANICAL DRAWINGS
SLAB ON GRADE
SPECIFICATION(S)
SQUARE
STAINLESS STELL
SEE STRUCTURAL DRAWINGS
STANDARD STEEL PIPE
STRUCTURAL
SYMMETRICAL

T.
T.&B.
T.&G.
T.C.
TEL.
TERR.
T.O.C.
T.O.PL.
T.O.S.
T.O.SF.
T.O.W.

TREAD
TOP AND BOTTOM
TONGUE AND GROOVE
TOP OF CURB
TELEPHONE
TERRAZZO
TOP OF CONCRETE
TOP OF PLATE LINE
TOP OF STEEL
TOP OF SUBFLOOR
TOP OF WALL

T.P.
TRANSV.
TR.
TYP.

TOP OF PAVEMENT
TRANSVERSE
TREATED
TYPICAL

U.O.N. UNLESS OTHERWISE 
NOTED

VERT.
VG.

VERTICAL
VERTICAL GRAIN

W.
WASH.
W/
W/C
WD.
W/O
WP.
WPF.

WIDE
WASHER
WITH
WATER CLOSET
WOOD
WITHOUT
WATERPROOF
WEATHERPROOF

X CROSS

LVT LAMINATE VINYL TILE
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PROJECT DATA

DRAWING INDEX

ARCHITECTURE

NO. SHEET NAME

A001 COVER

A101 HANDRAIL DETAILS

A201 FLOOR PLAN - DEMO

A202 NEW FLOOR PLAN

A301 ENLARGED PLANS

A401 INTERIOR ELEVATIONS

A501 REFLECTED CEILING PLAN

A701 DETAILS

A702 DETAILS

APPLICABLE CODES

ELECTRICAL

NO. SHEET NAME

E101 ELECTRICAL PLAN

• ACCESSIBILITY IMPROVEMENTS TO INTERIOR 
ELEMENTS, INCLUDING TOILET ROOMS, SIGNAGE, 
CASEWORK, AND DOORS.

• ACCESSIBILITY IMPROVEMENTS TO EXTERIOR 
ELEMENTS, INCLUDING PARKING, BUILDING 
ENTRY, AND ACCESS TO STREET.

SCOPE OF WORK

AREA OF REMODEL: 5,300 SQ. FT.
AREA OF BUILDING: 7,656 SQ. FT.

NUMBER OF STORIES: 1

OCCUPANCY: B - BUSINESS

CONSTRUCTION TYPE: V-B

AUTOMATIC FIRE-SPRINKLERS: YES  (EXISTING)

2022 CALIFORNIA BUILDNG CODE, VOLUMES 1 AND )(CBC)
2022 CALIFORNIA ELECTRICAL CODE (CEC)
2022 CALIFORNIA PLUMBING CODE (CPC)
2022 CALIFORNIA MECHANICAL CODE (CMC)
2022 CALIFORNIA GREEN BUILDNG STANDARDS CODE (CGBSC)
2022 CALIFORNIA ENERGY CODE SUPPLEMENT (CEnC)

1. NEW CONSTRUCTION SHALL EITHER BE UNPREFIXED OR 
PREFIXED BY "NEW" OR "(N)".

2. EXISTING CONSTRUCTION SHALL BE PREFIXED BY "EXIST" OR 
"(E)".

3. CONTRACTOR SHALL VERIFY ALL CONDITIONS AND 
MEASUREMENTS OF AS-BUILT CONSTRUCTION AFFECTING 
PROPOSED WORK.  ANY/ALL INCONSISTENCIES SHALL BE 
BROUGHT TO THE ATTENTION OF THE ARCHITECT BEFORE 
PROCEEDING WITH WORK.

4. INFORMATION ON EXISTING CONDITIONS WAS OBTAINED 
FROM DRAWINGS PROVIDED BY THE OWNER AND FROM 
VERY LIMITED OBSERVATIONS. THE ARCHITECT ASSUMES 
THESE SOURCES TO BE RELIABLE AND OBSERVED 
CONDITIONS ARE ASSUMED TO BE REPRESENTATIVE.  
HOWEVER, ACTUAL CONDITIONS MAY VARY.  THE 
CONTRACTOR SHALL EXCERCISE DUE DILIGENCE IN 
VERIFYING ACTUAL CONDITIONS.

5. THIS PROJECT INVOLVES REMOVAL OF PORTIONS OF 
EXISTING BUILDING SYSTEMS AND THEIR RECONSTRUCTION 
TO SUIT THE PROPOSED DESIGN. THESE DOCUMENTS 
INDICATE REQUIREMENTS FOR THE PRIMARY INTERFACE 
BETWEEN EXISTING AND NEW CONSTRUCTION. HOWEVER, IT 
SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO IDENTIFY 
AND ESTABLISH ALL OTHER INTERFACE CONDITIONS WHICH 
MAY BE REQUIRED AND DEEMED MOST SUITABLE TO SUIT 
THE PROPOSED DESIGN.

GENERAL NOTES

ARCHITECT CHARLES BEAVERS, AIA
BROKAW DESIGN
6060 DAWN DR.
ROHNERT PARK, CA 94928
(707) 860-5043

CIVIL DAMON MORELLI, PE
EBA ENGINEERING
825 SONOMA AVE.
SANTA ROSA, CA 95404
(707) 544-0784

MECHANICAL TIM SOUZA, PE
TEP ENGINEERING
880 2ND ST.
SANTA ROSA, CA 95404
(707) 538-0400

ELECTRICAL COURTNEY CHUENYANE, PE
BROKAW DESIGN
6060 DAWN DR.
ROHNERT PARK, CA 94928
(707) 799-6822

ACCESSIBILITY CRAIG WILLIAMS, CASp
295 NEVA ST.
SEBASTOPOL, CA 95472
(707) 824-1493

DESIGN TEAMLOCATION MAP

PROJECT VICINITY

CIVIL

NO. SHEET NAME

C1.0 SITE DEMOLITION PLAN

C2.0 SITE IMPROVEMENT PLAN

C2.1 SITE IMPROVEMENT PLAN

C3.0 CONSTRUCTION DETAILS

C3.1 CONSTRUCTION DETAILS

REVISION SCHEDULE

NO. DESCRIPTION DATE

ACCESSIBILITY

AC-1.0

NO. SHEET NAME

ACCESSIBILITY NOTES / VICINITY MAP

PLUMBING

NO. SHEET NAME

P0.1 PLUMBING SCHEDULES AND NOTES

P2.1 PLUMBING FLOOR PLAN

P7.1 PLUMBING SPECIFICATIONS

AC-1.1 REFERENCE DETAILS / CODE NOTES

AC-2.0 SITE EXTERIOR BARRIER ID KEY PLAN

AC-3.0 SITE DETAILS / NOTES

AC-3.1 SITE DETAILS / NOTES

AC-3.2 SITE DETAILS

AC-3.3 MOUNTING HEIGHTS @ TOILET ROOM / MISC. DETAILS

AC-3.4 MOUNTING HEIGHTS @ TOILET ROOM / MISC. DETAILS

AC-3.5 DETAILS

AC-3.6 DOOR SIGNS / DETAILS

AC-3.7 ACCESSIBLE TOILET ROOM CODE NOTES

AC-3.8B RAMP DETAILS
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1-1/2" DIA.GALV. 
PIPE, TYP.

TOP RAIL, TYP

1' - 0"

RAD. = 2"

MID. RAIL, TYP

CONC. WALKWAY CONC. RAMP

BEGIN CONC. RAMP BOT. RAIL & WHEEL 
STOP; SEE SECTION

SEE DET.____________ FOR 
PIPE SUPPORT @ CONC.

/6 A101

A101
6

1-1/2" DIA.GALV. 
PIPE, TYP.

BOT.RAIL+WHEEL 
STOP

CONC. WALKWAY / LANDING WITH 
SLOPE 2.0% OR LESS, TYP. U.N.O.

1' - 0"

VERTICAL BALLISTERS 
AT CORNER AND AT 
MID POINTS, OR AS 
REQUIRED

LINE OF GRADE 
BREAK

WALKWAY/LANDING = 6'-0" MIN.

CONTINOUS RAILING 
AS OCCURS

TOP RAIL, TYP

MID. RAIL, TYP

BOT. RAIL, TYP

SEE DET._____________ FOR PIPE 
SUPPORT @ CONC.

/6 A101
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6

CONC. FLATWORK (WALKING 
SURFACE) OR LANDING(S), OR 
RAMP

FILL MATERIAL 
AS NEEDED

1-1/2" DIA. GALV. PIPE @ HANDRAIL, 
HORIZ. RAILS, AND VERTICAL 
BALLUSTERS; WELD ALL JOINS.

EMBED VERT. PIPE 4" 
& SET W/ EPOXYH

T
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6" HT. VERT. FACE @ 
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7"

TOP o/ CURB ELEV. 
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CONC. FLATWORK (WALKING 
SURFACE) OR LANDING(S) OR 
RAMP SURFACE

FILL MATERIAL 
AS NEEDED

1-1/2" DIA. GALV. PIPE HANDRAIL

EMBED VERT. PIPE 4" 
& SET W/ EPOXY

THICKEN CONC. EDGE WHERE 
EMBEDDED PIPES OCCUR 

1-1/2" DIA. GALV. PIPE VERTICAL 
BALLUSTERS; WELD ALL JOINS.
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Checker

1/4" = 1'-0"
2

PLAN @ EAST SIDE RAMP

1/4" = 1'-0"
1

PLAN @ WEST SIDE WALKWAY

0 8' 12'4'

1 inch = 4 feet

0 8' 12'4'

1 inch = 4 feet

TRUE 
NORTH

REFERENCE
NORTH

TRUE 
NORTH

REFERENCE
NORTH

1" = 1'-0"
3

RAILING AT RAMP BOTTOM
1" = 1'-0"

4
RAILING AT RAMP TOP

1" = 1'-0"
6

HANDRAIL @ VERTICAL CURB

1" = 1'-0"
7

HANDRAIL @ (E) WALL
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EMBEDDED POST DETAIL
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BREAK ROOM

114

CONFERENCE

112

TELE/ELECT.

303

FILE STOR.

105

OPEN OFFICE

102

RECEPTION

100

OFFICE

104

TELE/DATA

106

JANITOR

110

JOB CLUB

103

MEN R/R

109

WOMEN R/R

108

COMMON AREA

107

PATIO

000

COPY

117

OFFICE

115

OFFICE

116

OFFICE
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OFFICE

119

OFFICE

121

OFFICE

120

OFFICE

123
OFFICE

122

VESTIBULE

111

COMMON LOBBY

300

FFE.11

DF.01

RELOCATE DOOR 
PER PLAN

A301
1

SK.01

DF.01

REMOVE WING 
WALL THIS AREA

REMOVE WALL CABINET; PROVIDE 
60" CLR FROM DOOR TO WALL

SEE "NEW FLOOR PLAN" FOR OTHER 
MODIFICATIONS TO ROOMS.

REMOVE (E) BI-
LEVEL COUNTER

MOVE DESK THIS RM. TO ACHIEVE 60" 
CLR.FLR.SP. AT PULL SIDE OF DOOR

REMOVE THIS SHELF UNIT TO ACHIEVE 
18" CLR.FLR.SP. AT DOOR STRIKE

RELOCATE DOOR PER NEW PLAN

REMOVE (E) WALL PER NEW PLAN

REMOVE THIS ROOM ID 
SIGN; NOT NEEDED THIS 

LOCATION

FFE.08

HATCHED AREA NOT 
WITHIN SCOPE OF THIS 

PROJECT

REMOVE (E) 
TRANSACTION SHELVES

FFE.01

1. THE DEMOLITION PLAN SHOWS MAJOR BUILDING ELEMENTS TO BE DEMOLISHED. 
ADDITIONAL DEMOLITION WORK IS REQUIRED TO INSTALL PARTS OF THE WORK.

2. REVIEW THE FINISH SCHEDULE, DETAILS, MECHANICAL, ELECTRICAL, PLUMBING, 
STRUCTURAL AND OTHER DOCUMENTS FOR FULL SCOPE OF DEMOLITION.

3. PROVIDE CUTTING AND PATCHING REQUIRED TO PERFORM THE WORK.

4. PROVIDE LABOR AND EQUIPMENT FOR ALL DEMOLITION AND RELATED WORK. 

5. DEMOLISH AND REMOVE FROM THE PREMISES ALL PARTS OF THE EXISTING BUILDING 
INDICATED FOR DEMOLITION OR REQUIRED TO BE DEMOLISHED FOR INSTALLATION OF 
NEW WORK.

6. NOTES INDICATE EXISTING ELEMENTS TO BE DEMOLISHED, WHICH IS TO INCLUDE THE 
ENTIRE SYSTEM RELATED TO THE ELEMENT, INCLUDING MISCELLANEOUS FASTENERS, 
SUBSTRATES, AND OTHER MISCELLANEOUS ITEMS THAT ARE PART OF THE INDICATED 
ELEMENT.

7. DEBRIS RESULTING FROM THE DEMOLITION WORK SHALL BECOME THE PROPERTY OF 
THE CONTRACTOR AND SHALL BE REMOVED AND DISPOSED OF IN A LEGAL MANNER 
OFF OF THE OWNERS PROPERTY; LOCATION OF DISPOSAL SITE AND LENGTH OF HAUL 
SHALL BE THE CONTRACTOR'S RESPONSIBILITY.

8. REVIEW THE PROJECT DOCUMENTS AND INSPECT THE PREMISES PRIOR TO 
BEGINNING WORK TO ASCERTAIN ANY CIRCUMSTANCES THAT MAY ADVERSELY 
AFFECT DEMOLITION WORK.  BRING ANY SUCH CIRCUMSTANCES TO THE ATTENTION 
OF THE ARCHITECT PRIOR TO PROCEEDING WITH THE WORK.

9. PROVIDE ALL SHORING NECESSARY TO STABILIZE THE STRUCTURE BEFORE 
PERFORMING ANY DEMOLITION.

10. DETERMINATION OF SHORING REQUIREMENTS AND PROVIDING SHORING SHALL BE 
SOLELY THE RESPONSIBILITY OF THE CONTRACTOR. IF REQUIRED, THE CONTRACTOR 
SHALL RETAIN THE SERVICES OF A PROFESSIONAL ENGINEER TO DESIGN AND VERIFY 
THE ADEQUACY OF SHORING.

11. PROTECT EXISTING FINISHES AND ELEMENTS WHICH ARE TO REMAIN;  PROTECT FROM 
DAMAGE.

12. ALL AREAS WHERE FINISH MATERIALS ARE TO BE REMOVED SHALL BE STRIPPED, 
CLEANED AND PREPARED TO RECEIVE NEW FINISH AS INDICATED BY THE DRAWINGS.

DEMOLITION NOTES

0 8' 12' 16'4'

1 inch = 4 feet
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FLOOR PLAN - DEMOLITION

Keynotes

REF KEYNOTE TEXT

DF.01 DEMO EXISTING DRINKING FOUNTAIN.

FFE.01 MODIFY CASEWORK & COUNTERTOP TO REMOVE DRAWERS &
ALLOW SPACE FOR REFRIGERATOR & PULL-SIDE MANEUVERING
SPACE.

FFE.08 MOVE THE REFRIGERATOR; ACHIEVE PULL-SIDE MANEUVERING
SPACE OF 18" BEYOND LATCH SIDE.

FFE.11 RELOCATE BOOKSHELF; ELIMINATE CONFLICT W- PULL-SIDE
MANEUVERING SPACE OF 18" FROM EDGE OF DOOR.

SK.01 REMOVE BASE CABINET & SINK, AND REFINISH WALLS TO
LIKE-NEW CONDITION.

REVISION SCHEDULE

NO. DESCRIPTION DATE



REF.

FD

FD

FD

FD

FD

A A

1

1 2 3 4 5

C C

c-l

BREAK ROOM

114

CONFERENCE

112

TELE/ELECT.

303

FILE STOR.

105

OPEN OFFICE

102

RECEPTION

100

OFFICE

104

TELE/DATA

106

JANITOR

110

JOB CLUB

103

MEN R/R

109

WOMEN R/R

108

COMMON AREA

107

PATIO

000

COPY

117

OFFICE

115

OFFICE

116

OFFICE

118
OFFICE

119

OFFICE

121

OFFICE

120

OFFICE

123

OFFICE

122

COMMON LOBBY

300

VESTIBULE

111

DR.02

ID.01

KP.01

SA.01

SA.03

DR.08

DF.02

MAKE THIS DOOR 
INOPERATIVE & REMOVE 
DOOR HARDWARE; PROVIDE 
SIGN READING:  "NOT AN EXIT" 

CTRL.02

SA.07

SA.03SA.06

DR.01

SA.02

ISA.01

TS.02

DR.02

DR.04

(N) CANE BARRIER RAIL @ 
OPEN SIDE OF NEW HI/LO 
DRINKING FOUNTAIN

DR.02

DR.06

DR.07

HATCHED AREA NOT 
WITHIN SCOPE OF THIS 

PROJECT

A301
2

CTRL.01
TS.03

TS.03

DR.07

TS.03

DR.04

DR.05

TS.04

TS.04

DR.04

DR.05

TS.04

TS.02

TS.02

DR.07

DR.06

TS.04

TS.04

TS.02

TS.03

TS.04
TS.02

ID.01

THIS AREA NOT WITHIN 
SCOPE OF THIS PROJECT

HALLWAY

113

CTRL.02

DR.04

DR.07

EXIT SIGN; REMOUNT C.L. 
9" FROM JAMB EDGE 

ID.01

DR.07

ID.01

ID.01

ID.01

RELOCATE DOOR 6" INTO ROOM 
TO ACHIEVE 18" CLR.FLR.SP. AT 
DOOR STRIKE; SHIFT WALL, LIGHT 
SWITCHES, ETC.

ID.01

DR.07

ID.01

6"

18"M
IN.

REFINISH WALLS AFFECTED 
BY CABINET REMOVAL

107

36

103

100

122

121

120

104

115

DR.07

SEE FLOOR PLAN 
NOTE #1

109

108

0"

A401 10

A4019

(N) PLASTIC LAMINATE 
BASE CABINET & 

COUNTERTOP

NEW RECEPTION SHELF 
FOR TRANSACTION USE

CLEAR FLOOR SPACE 
(SIDE APPROACH)

101

A701
6

FFE.02

CLEAR FLOOR SPACE 
(FORWARD APPROACH)

(E) CLEAR FLR. SP. 
(FORWARD APPROACH)

PROVIDE SIGN A SIGN +60" A.F.F. WHICH READS:
"ASSISTED LISTENING DEVICE IS ON SITE AND 

AVAILABLE FOR USE".  CONTRACTOR SHALL 
COORDINATE SAME WITH M.C.E.R.A. STAFF.

FP Note #A3

FP Note #A4

FP Note #A11

FP NOTE #A6, TYP. 14 LOC.

FP NOTE #A13

FP Note #A10

FP Note #A8

FP Note #A7

A701
5

A40124

23

22

21

111

FP NOTE #A1

FP NOTE #A1

DOOR NOTES

1. REMOVE KICK-DOWN DOOR STOPS FROM ALL DOORS.
2. DOORS NOT SCHEDULED HAVE NO WORK, U.N.O.

DOOR TYPES:

3
' -

 6
"

3
' -

 0
"

6
"

A B C D

0 8' 12' 16'4'

1 inch = 4 feet
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1/4" = 1'-0"
1

NEW FLOOR PLAN

Keynotes

REF KEYNOTE TEXT

CTRL.01 LOWER WALL MOUNTED CONTROL(S) TO 48� AFF AT THE HIGHEST
OPERABLE PART.

CTRL.02 LOWER ROUGH-IN BOXES AT WALL MOUNTED LIGHT SWITCHES. HEIGHT AT
TOP OF BOX SHALL NOT EXCEED 48" AFF.

DF.02 (N) HIGH-LOW DRINKING FOUNTAIN.

DR.01 PROVIDE A SMOOTH SURFACE COVER PLATE OVER BOTTOM 10" AT PUSH
SIDE OF DOOR.

DR.02 PROVIDE VERTICAL PUSH ACTIVATION CONTROL ON EXTERIOR POWERED
DOOR ACTIVATOR.

DR.04 ADJUST CLOSING SPEED TO NOT LESS THAN 5.0 SECONDS FOR DOOR TO
MOVE OPEN POSITION OF 90 DEGREES TO 12" FROM CLOSE.

DR.05 ADJUST OPERATOR MECHANISM ON THE DOOR. OPENING FORCE SHALL NOT
EXCEED 5 LBS.

DR.06 DEMO KICK-DOWN DOOR STOP ON ALL DOORS. PATCH & REFINISH AFFECTED
AREA OF DOOR FACE

DR.07 MODIFY VISION LIGHT.

DR.08 REPLACE KNOB TYPE DOOR HARDWARE WITH LEVER-TYPE LATCH.

FFE.02 RELOCATE OR REMOVE FURNITURE WHICH ENCROACHES INTO PULL-SIDE
MANEUVERING SPACE OF 18 INCHES AT DOOR.

ID.01 REPLACE ROOM IDENTIFICATION SIGN. MUST INCLUDE TACTILE CHARACTERS
AND BRAILLE, SEE DETAIL.

ISA.01 PROVIDE SIGN DECAL OR PLAQUE WITH THE INTERNATIONAL SYMBOL OF
ACCESSIBILITY.

KP.01 REPOSITION EXISTING KEYPAD; HIGHEST KEY ROW SHALL BE 48" ABOVE
GRADE.

SA.01 PROVIDE AN ACCESSIBLE EXIT WITH AN ACCESSIBLE ROUTE TO THE PUBLIC
SIDEWALK.

SA.02 PROVIDE AN ACCESSIBLE ROUTE CONNECTING TO THE ACCESSIBLE
PARKING SPACE.

SA.03 PROVIDE A SIGN INDICATING THE ACCESSIBLE ROUTE.

SA.06 PROVIDE PULL-SIDE MANEUVERING CLEARANCE OF 24" MIN. FROM PATIO
GATE LATCH.

SA.07 REPLACE WALKWAY THAT LEADS TO PATIO GATE; 2.0% MAX. CROSS SLOPE.

TS.02 MOUNT TACTILE EXIT SIGN 60" AFF AND WITHIN AN 18" X 18" CLEAR FLOOR
SPACE.

TS.03 RELOCATE TACTILE EXIT SIGN THIS ROOM SO ITS CENTERLINE IS 9" FROM
DOOR EDGE.

TS.04 PROVIDE A ROOM IDENTIFICATION SIGN; SEE DETAIL OF TACTILE SIGNAGE

REVISION SCHEDULE

NO. DESCRIPTION DATE

DOOR SCHEDULE

MARK TYPE EXISTING/RELOCATED WIDTH HEIGHT COMMENETS
100 B EXISTING 3' - 0" 7' - 0" MODIFY VISION LITE

101 B EXISTING 3' - 0" 7' - 0" MODIFY VISION LITE

103 C EXISTING 3' - 0" 7' - 0" MODIFY HALF LITE

104 B EXISTING 3' - 0" 7' - 0" MODIFY VISION LITE

107 D EXISTING 4' - 2" 7' - 0" REPLACE KNOB WITH LEVEL

108 A EXISTING 3' - 0" 7' - 0"

109 A RELOCATED 3' - 0" 7' - 0"

111 A EXISTING 3' - 0" 7' - 0" REMOVE PEEP HOLE & PATCH

115 B RELOCATED 3' - 0" 7' - 0" MODIFY VISION LITE

120 B EXISTING 3' - 0" 7' - 0" MODIFY VISION LITE

121 B EXISTING 3' - 0" 7' - 0" MODIFY VISION LITE

122 B EXISTING 3' - 0" 7' - 0" MODIFY VISION LITE

FLOOR PLAN NOTES

1. REPAINT SURFACES AFFECTED BY WORK AND OTHER SURFACES PREVIOUSLY 
DISCOLORED OR DAMAGED.

2. PROVIDE FLOOR LEVELING COMPOUND ACROSS AN AREA 60" FROM DOOR AND  
SUFFICIENT TO REDUCE FLOOR SLOPE @ DOOR TO LESS THAN 2.0%.  TAPER TO 
(E) AT 5.0% MAX.

3. REMOVE ALL KICKDOWN HOLD-OPEN DEVICES,

4. UNLESS NOTED OTHERWISE, EXISTING DOOR HARDWARE SHALL BE REUSED.  THIS 
APPLIES TO DOOR HINGES, DOOR KNOBS, AND DOOR LATCHES.

5. RETRO-FIT ALL LIGHT SWITCH BOX(ES) SUCH THAT LIGHT CONTROL(S) ARE 48" 
MAX. A.F.F.

"EXHIBIT A" FLOOR PLAN NOTES

THESE NOTES SHALL BE INCLUDED IN THIS PROJECT BY THE GENERAL 
CONTRACTOR.

A1. REPAIR CRACK IN WALL THIS AREA.

A2. NON-WORKING "NORCON" DEVICE SHALL BE REMOVED.
REPLACE GLAZING AT NON-TRANSACTION WDW; MATCH EXISTING.

A3. REPAINT WALL AREA(S) THIS ROOM; MATCH NEW PAINT COLOR.

A4. REPLACE CARPET WITH STATIC DISSIPATIVE CARPET TILE (OWNER-
FURNISHED, CONTRACTOR INSTALLED).

A6. REMOVE ALL (E) CORNER GUARDS.
PROVIDE NEW 2" ALUMINUM CORNER GUARDS AT ALL OUTSIDE CORNERS.

A7. REMOVE (E) WALL PAPER @ RM 114; TEXTURE + PAINT WALLS TO MATCH 
ADJACENT SURFACES.

A8. MODIFY MILLWORK @ RM.114 TO ALLOW 18" CLEARANCE AT DOOR.

A9. MODIFY ALL VISION LITES SHALL BE LOWERED.

A10. REPAIR WALL BASE NEAR RESTROOMS.

A11. COORDINATE WITH M.C.E.R.A. RE-  IT EQUIPMENT & WALL RACK IN RM.106.

A12. PROVIDE CODE-COMPLIANT RESTROOM SIGNAGE.

A13. PROVDE NEW LEVER-TYPE LOCKING HARDWARE AT RM.103 (JOB CLUB)

TRUE 
NORTH

REFERENCE
NORTH





SEMI-RECESSED P.T. DISPENSER (SHALL NOT 
PROTRUDE MORE THAN 4" FROM WALL)

POINT OF USE HEIGHT = 36" A.F.F.  (40" MAX.)

2
' -

 8
"

POINT OF USE

(N( SURFACE MOUNTED 
SEAT COVER DISPENSER(E) GYP.BD.

(E) WALL TILE.

REPLACE CRACKED & BROKEN
WALL TILES. TYPICAL ALL WALLS
IN TOILET ROOMS

WRAP PIPES WITH INSULATION, THEN 
NEATLY WRAP WITH WHITE TAPE

REMOUNT GRAB BARS 

(N) 24" X 36" MIRROR W/ BOT. 
EDGE NO HIGHER THAN 40" A.F.F.

RELOCATE URINAL SCREEN

(N) SOAP
DISPENSER

(N) SURFACE-MOUNTED
PAPER TOWEL DISPENSER

(E) WALL TILE

(N) FEMININE NAPKIN DISPOSAL

(E) GYP.BD.

3
' -

 0
" (E) WALL TILE

(E) GYP.BD.

MODIFY+REMOUNT GRAB 
BARS PER PLAN

WRAP PIPES WITH 
INSULATION & NEATLY 

WRAP WITH WHITE TAPE

PROVIDE NEW 24" X 36" MIRROR W/ BOT.EDGE NO 
HIGHER THAN 40" A.F.F.

NOTE:  SEE DET._____________ FOR MOUNTING  
REQUIREMENTS OF RESTROOM FIXTURES AND 
ACCESSORIES.

/6 A701

REMOUNT GRAB BAR

(N) TOILET TISSUE DISPENSER

(E) WALL TILE

(E) GYP.BD.

(E) TRANSACTION WINDOW; 
UNALTERED.

REPLACE (E) TRANSACTION SHELF WITH 6" 
WIDE x 6" DEEP TRANSACTION BOX ; 

INSTALL @ WALL LOCATION AS SHOWN

(E) GYP.BD.

M
A

X

2
' -

 1
0
"

M
IN

2
' -

 4
"

(N) PLASTIC LAMINATE BASE CABINET & COUNTERTOP

(E) TRANSACTION WINDOW

(E) TRANSACTION WINDOW, REMOVE VOICE DEVICE 

(N) BACKSPLASH

(E) GYP.BD.

MIN. KNEE SPACE:  27" H. x 30" W.

2
' -

 6
"

2
' -

 1
0
"

(N) HI-LOW
DRINKING FOUNTAIN

(N) PROTECTIVE
CANE RAIL

(N) CORNER GUARD

(N) DOOR OPERATOR
CONTROLLERS

(N) ROOM
IDENTIFICATION
SIGN

MODIFY VISION LITE

(N) CORNER GUARD

(N) CANE BARRIER

(N) HI-LOW DRINKING
FOUNTAIN
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1/4" = 1'-0"
1

MEN 109 - NORTH
1/4" = 1'-0"

3
MEN 109 - SOUTH

1/4" = 1'-0"
4

MEN 109 - WEST

1/4" = 1'-0"
5

WOMEN 108 - EAST
1/4" = 1'-0"

6
WOMEN 108 - SOUTH

1/4" = 1'-0"
7

WOMEN 108 - WEST
1/4" = 1'-0"

8
WOMEN 108 - NORTH

1/4" = 1'-0"
2

MEN 109 -EAST

(E) GYP.BD.

(E) WALL TILE

REVISION SCHEDULE

NO. DESCRIPTION DATE

1/4" = 1'-0"
9

RECEPTION COUNTER 100
1/4" = 1'-0"

10
RECEPTION COUNTER 102

1/4" = 1'-0"
22

LOBBY 300 - NORTH
1/4" = 1'-0"

21
LOBBY 300 - EAST

1/4" = 1'-0"
24

LOBBY 300 - SOUTH
1/4" = 1'-0"

23
LOBBY 300 - WEST

BEYOND

HI-LOW D.F.



A A

1

1

2

2

3

3

4

4

5

5

C C

B

c-l c-l

REMOVE SOFFIT OVER 
ALCOVE; MATCH 

CEILING TO (E) LOBBY

AT WALL SHIFT THIS 
LOCATON, MATCH CEILING 

TO (E) HALLWAY

BREAK ROOM

114

CONFERENCE

112

TELE/ELECT.

303

FILE STOR.

105

OPEN OFFICE

102

RECEPTION

100

OFFICE

104 TELE/DATA

106

JANITOR

110

JOB CLUB

103

MEN R/R

109

WOMEN R/R

108

COMMON AREA

107

PATIO

000

COPY

117

OFFICE

115

OFFICE

116

OFFICE

118
OFFICE

119

OFFICE

121

OFFICE

120

OFFICE

123 OFFICE

122

COMMON LOBBY

300

VESTIBULE

111

HALLWAY

113

AT WALL SHIFT THIS LOCATON, MATCH 
CEILING FINISH EACH SIDE OF WALL.  
RETROFIT T-BAR TO SUIT.
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1

REFLECTED CEILING PLAN

TRUE 
NORTH
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R
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T
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0 16' 24' 32'8'

1 inch = 8 feet

REVISION SCHEDULE

NO. DESCRIPTION DATE



1/4" THICK EQUILATERAL 
TRIANGLE

12" DIAMETER 1/4" THICK, TYP.

1' - 0"

WOMEN'S RESTROOM MEN'S RESTROOM

1' - 0"

12" DIA. x 1/4" THICK

BACKGROUND COLOR TO BE CONTRASTING 
(70%) TO DOOR COLOR, TYP.

ISA PICTOGRAM; RAISED 
1/32"

CENTERLINE OF SIGN 
PLAQUES = +60" A.F.F.

 

 

 

 

 

 

 

 

 
distance between corresponding dots

in adjacent cells

distance between dots

in same cell

distance between dots

in same cell

single braille

cell

blank cell space

between words

raised dots

based diameter

no raised dot

distance between corresponding dots

from one cell directly below

MEASUREMENT RANGE
MINIMUM IN INCHES

MAXIMUM IN INCHES

Dot base diameter 0.059 (1.5 mm) to 0.063 (1.6 mm)

Distance between two dots in the same cell¹ 0.100 (2.5 mm)

Distance between corresponding dots in adjacent cell¹ 0.300 (7.6 mm)

Dot height 0.025 (0.6 mm) to 0.037 (0.9 mm)

Distance between correspionding dots from one cell directly below¹ 0.395 (10 mm) to 0.100 (10.2 mm)

BRAILLE MEASUREMENT
FIGURE 11B-703.3.1

BRAILLE DIMENSIONS
TABLE 11B-703.3.1

(E) REFLECTORIZED SIGN:  WHITE  
ISA SYMBOL ON BLUE 

BACKGROUND 

PARKING SIGN

12" W x 24" H
SIGN CENTERED AT EACH PARKING 
SPACE DESIGNATED FOR PERSONS 

WITH DISABILITIES.

PARKING

ONLY

PROVIDE 12" x 8" VAN 
ACCESSIBLE SIGNAGE, 

WHERE SHOWN ON PLAN 

MINIMUM
FINE $250

DROP-OFF SIGN

12" W x 18" H
SIGN CENTERED AT 

PASSENGER DROP-OFF 
LOADING ZONE.

1
/2

"

ACCESSIBLE

PASSENGER

LOADING ZONE

E
.Q

.
E

.Q
.

PROVIDE

REFLECTORIZED SIGN; WHITE ISA 
SYMBOL ON BLUE BACKGROUND 

VAN 
ACCESSIBLE

EXIT
BOTTOM LINE OF 

BRAILLE = +60" A.F.F.

BRAILLE EQUIVALENT 
CHARACTERS

WALL-MOUNT SIGN
PLAN VIEW

9"

DIRECTIONAL ARROW 
(AS NEEDED)

EDGE OF 
DOOR JAMB

1' - 6"

1
' -

 6
"

CLEAR SPACE @ 
FLOOR

WALL

9"

C
O

D
E

P
E

R
 P

L
U

M
B

IN
G

3' - 0" MIN.

2
' -

 9
" 

O
.C

. 
A

F
F

FLUSH VALVE AT WIDE
SIDE OF TOILET AREAPER PLAN

STANDARD W.C.

ACCESSIBILE W.C. (FRONT VIEW)

ACCESSIBLE W.C. (SIDE VIEW)

2
' -

 9
" 

O
.C

. 
A

F
F

1' - 0" MAX.

4' - 6" MAX.

1
9
" 

M
A

X
.

1
7
" 

M
IN

.

SIDE GRAB BAR:
42" MIN. LONG

2' - 0" MIN.

C
O

D
E

P
E

R
 P

L
U

M
B

IN
G

1
' -

 5
" 

M
A

X
.

URINAL 
(STANDARD)

ACCESSIBLE URINAL

3
' -

 8
" 

M
A

X
. 
A

F
F

 *

SOAP
DISPENSER

MIRROR

LAVATORY
(FRONT VIEW)

PAPER TOWEL DISPENSER

ELECTRIC HAND DRYER

SANITARY NAPKIN
DISPENSER

STANDARD D.F.

C
O

D
E

P
E

R
 P

L
U

M
B

IN
G

ACCESSIBLE 
D.F.(FRONT VIEW)

PROVIDE INSULATION 
AT DRAIN PIPE+HOT 
WATER PIPING, AND

4
' -

 0
"

FIRE EXTINGUISHER 
CABINET

4
' -

 0
"

WALL-MOUNT FIRE 
EXTINGUISHER

3
' -

 0
" 

M
A

X
.

A
S

 I
N

D
IC

A
T

E
D

MARKER BD., CHALKBOARD, OR TACK BD.

REAR GRAB BAR:
36" MIN. LONG 7" MIN. - 9" MAX.

TOILIET PAPER DISPENSER; DO NOT 
MOUNT BEHIND GRAB BAR

3
' -

 4
" 

 M
A

X
.

SEAT COVER 
DISPENSER

4
8
" 

M
A

X
.

1
5
" 

M
IN

.

TOP o/SEAT

3
' -

 8
" 

M
A

X
. 
*

MIN.

1' - 0"

MIN.

2' - 0"

FLUSH CONTROL

URINAL DEPTH:  13.5" MIN. 
BETWN F.O. RIM & BACK 

o/FIXTURE

NOTES:
1. HEIGHTS SHOWN WITH (*) ARE DETERMINED BY REACH RANGES IN 
WORST CASE PER SEC.308.
2. SEE FLOOR PLAN FOR TOILET ACCESSORY LOCATIONS.
3. LOCATE FEMINE NAPKIN DISPOSAL (IF PROVIDED) ON NEAREST 
SIDE WALL TO THE W.C.
4. PROVIDE BACKING WITHIN WALL AT ALL GRAB BAR MOUNTING 
LOCATIONS ADEQUATE FOR 250# OF FORCE; S.S.D.

2
' -

 9
" 

M
A

X
.

2
' -

 3
" 

M
IN

.

2' - 1"

MIN. KNEE & TOE 
CLEARANCES SHOWN 
HATCHED

LAVATORY
(SIDE VIEW)

TOP o/RIM

3
' -

 4
"

LINE OF HIGHEST 
DEVICE FUNCTION 

P.T. DISPOSAL BIN (WHERE 
OCCURS)

3
' -

 4
"

MAX. HEIGTH TO 
BOT.o/MIRROR PER 

A.D.A.

TOP o/RIM

SANITARY NAPKIN 
DISPOSAL (SEE 

NOTES)

1
' -

 3
" 

M
IN

. 
*

2
' -

 3
" 

M
IN

.

MIN. KNEE 
CLEARANCES SHOWN 
HATCHED

3
' -

 0
" 

M
A

X
.

1' - 3" MIN.5" MAX.

ACCESSIBLE 
D.F.(SIDE VIEW)

C.L. o/SPOUT 

D.F. = DRINKING FOUNTAIN

W.C. = WATER CLOSET

8" MIN. 6 5/16" MAX.

5" MAX.

1
8

" 
M

IN
.

1
8

" 
M

IN
.

2
7

" 
M

A
X

.

9
" 

M
IN

.

3
6

" 
M

A
X

.

6
" 

M
A

X
.

16" MIN.

32" MIN.
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CLEAR FLOOR
SPACE

FRONT VIEW

PLAN VIEW

SIDE VIEW

FACE OF PIPE BARRIER

FACE OF WALL

OUTLET @ 
ACCESSIBLE SPOUT

CANE BAR @ 
RAIL BARRIER(S)

KNEE 
CLEARANCE

Room
Name  

BOTTOM LINE OF 
BRAILLE = +60" A.F.F.

BRAILLE EQUIVALENT 
CHARACTERS

ASSISTIVE LISTENING 
SYSTEM AVAILABLE 

- PLEASE ASK STAFF -

9
"

6"

6
"

5/8" MIN HEIGHT VISUAL 
CHARACTERS TO COMPLY 
WITH 11B-703.5

72" MAX.

LINE OF (E) FLOOR 
MAY VARY FOR EACH 
DOORWAY

FLOOR LINE IS ASSUMED TO BE 1 
INCH LOWER THAN BOTTOM 
EDGE OF DOOR

MODIFY DOOR AS NECESSARY TO 
ACHIEVE TALLER VISION LITE.
OR, REPLACE DOOR; MATCH SIZE, 
THICKNESS, AND FINISH.
--> REUSE DOOR HINGES

3' - 0"

7
' -
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"

6
" 

+
/-

6" +/-
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P

P
R
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X

. 
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T
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D
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"

VERIFY (OR PROVIDE) DOOR 
LATCH WITH LEVER TYPE 
HANDLES; SCHLAGE 'RHODES' 
STYLE OR EQUAL.

3/8" = 1'-0"
6

HI-LOW DRINKING FOUNTAIN
3/8" = 1'-0"

8
FIXTURE & ACC MOUNTING HEIGHTS

1" = 1'-0"
4

ROOM ID WALL SIGN

1/2" = 1'-0"
7

VISION LITE
1" = 1'-0"

9
ACCESSIBLE PARKING SIGNS

3" = 1'-0"
1

BRAILLE DIMENSIONS

3" = 1'-0"
5

SIGN-ASSIST LISTENING

1" = 1'-0"
3

ACCESSIBLE RESTROOM SIGNS

1" = 1'-0"
2

EXIT WALL SIGN
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RAISED CONCRETE 
TRUNCATED DOME 
0.2" HIGH

2.35"
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"
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0
"

0.90" 0.45" 2.35"
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NOTES

1. PROVIDE ARMOR-TILE VITRIFIED POLYMER COMPOSITE MODULAR 
DETECTABLE WARNING PAVERS BY ENGINEERED PLASTICS, OR APPROVED 
EQUAL; INTEGRAL COLOR TO BE ONYX BLACK#17038.  INSTALL IN STRICT 
ACCORDANCE WITH MANUFACTURER'S PRINTED INSTRUCTIONS AND 
DETAILS.

2. CONTRACTOR SHALL SELECT PAVER MODULE TO BEST FIT THE AREA SHOWN 
ON PLANS.

ADA RQMT.:  TRUNCATED DOMES 
ARRANGED IN SQUARE GRID 
PATTERN
(NOT DIAGONAL PER DSA IR 11B-4)

NON-SLIP 
TEXTURE IN AREAS
BETWEEN DOMES

0' - 6"

0
' -

 6
"

INTERNATIONAL SYMBOL OF ACCESSIBLITY (ISA);
COLOR:  WHITE SYMBOL ON BLUE BACKGROUND

DIRECTIONAL ARROW (WHITE)
WOMEN

1/8" HIGH RAISED
PICTOGRAMS, TYP.

1" TALL, 1/32" HIGH RAISED 
LETTERING, TYP.

3
/8

" 
T

Y
P

.

6
" 

MEN

3
/8

" 
T

Y
P

.

6
" 

1/8" HIGH RAISED 
PICTOGRAMS FOR 

MEN & WOMEN.

1" TALL, 1/32" HIGH RAISED 
LETTERING, TYP.

RESTROOM

3
/8

" 
T

Y
P

.

6
" 

CALIFORNIA GRADE 2 BRAILLE TEXT 
(TEXT TO READ AS SHOWN ON SIGN 

FOR EACH CONDITION TYP.)

AT "UNISEX" 
RESTROOM

C.L. HEIGHT AT 
WALL SIGNS = +
60" A.F.F.
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