
Terracon Consul tants,  Inc.      1466 66 t h Street     Emeryvil le,  CA 94608
P  [510]  547-7771 terracon.com

October 11, 2019

Mr. Doug Anderson
Assistant Facilities Manager
Mendocino County Executive Office
Facilities & Fleet Division
851 Low Gap Road
Ukiah, California 95482

RE: Limited Pre-Renovation Asbestos Sampling Report
Mendocino County Willits Library
390 E. Commercial Street, Willits, California
Terracon Project #: R1197B60

Dear Mr. Anderson:

Terracon Consultants, Inc. (Terracon) conducted a limited pre-renovation asbestos survey of the
Mendocino County Willits Library on September 24, 2019. Mike Reed, Certified Site Surveillance
Technician (CSST), with Terracon, performed the sampling event. The sampling was limited to
the northern portion of the roof and interior walls and ceiling at the rear of the library.

During the captioned survey, two (2) suspect asbestos-containing materials (ACMs) sampled
were found to be positive for the presence of asbestos upon analysis by polarized light microscopy
(PLM). Table I below provides a summary of the asbestos sample results.

TABLE I – ASBESTOS SAMPLE RESULTS

HM # /
Material Description Sample Locations Samples NESHAP

Category Results

01 / Roof Main Field –
Roll-on Felt

North Side of Flat Roof
– West, Center, and

East
3 N/A None Detected

02 / Roof Main Field –
Shingle

North Side of Sloped
Roof – West, Center,

and East
3 N/A None Detected

03 / Roof Parapet Wall North Flat Roof – West,
Center, and East 3 N/A None Detected

04 / Black Roof Patch

North Flat Roof – At
Pipe Penetration,
Northeast Corner

Parapet, and Main Field

3 N/A None Detected
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TABLE I – ASBESTOS SAMPLE RESULTS

HM # /
Material Description Sample Locations Samples NESHAP

Category Results

05 / Gray Roof Patch

North Flat Roof – North
Parapet Wall, Main

Field, and Mechanical
Curb

3 Category I
Non-Friable

White Mastic: ND
Gray/Black Mastic:

10% CH

06 / White Roof Patch

North Flat Roof –
Northwest Corner

Parapet Wall, Main
Field, and Mechanical

Curb

3 Category I
Non-Friable

White Mastic: ND
Gray/Black Mastic:

10% CH

07 / Drywall with Joint
Compound

Custodial Closet, Open
Office, and Break

Room Storage
3 N/A None Detected

08 / Drywall Ceiling with
Spray-on Ceiling

Break Room Storage,
Break Room, and Open

Office
3 N/A None Detected

09 / Popcorn Acoustical
Spray-on Ceiling

Break Room, Break
Room Storage, Open
Office, Library Area,
and Open Office Hall

near Employee
Restroom

5 N/A None Detected

ND – None Detected, CH – Chrysotile, N/A – Not Applicable

The asbestos samples were transported under chain of custody procedures to Eurofins EMLab
P&K (EMLab) in Phoenix, Arizona.  The asbestos samples were analyzed by PLM techniques in
accordance with methodology approved by the U.S. Environmental Protection Agency (EPA).  As
set forth in the Code of Federal Regulations, 40 CFR Part 763, Appendix A to Subpart F, Section
1.2 and 1.7.2.4, the lower limit of reliability detection for asbestos using the PLM method is
approximately one percent (1%) by volume.  EMLab’s analytical report is provided as an
attachment to this letter report, along with the chain-of-custody forms.

Friable ACM is Regulated Asbestos-Containing Material (RACM) and must be removed prior to
start of demolition or renovation activities.  Category I Non-Friable materials can be reasonably
expected to be damaged and made friable during normal demolition activities and should be
removed prior to start of demolition.  Category II Non-Friable materials are likely to be damaged
and made friable during demolition or renovation activities and must be removed prior to start of
demolition.  All removal of ACM materials including materials non-friable materials left in the building
must be conducted by a licensed and registered asbestos abatement contractor in accordance with
8CCR1529 and local air quality regulations.  If additional suspect materials that have not been
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characterized in this report are discovered during demolition, these materials must be assumed to
contain asbestos and be treated accordingly until proven otherwise by appropriate sampling and
laboratory analysis.

This report has been prepared on behalf of and exclusively for use by the Mendocino County for
specific application to their project as discussed herein.  The analysis and conclusions in this report
are based upon data obtained during the asbestos sampling activities.  The professional services
provided and judgments rendered on this project are consistent with the level of care and skill
ordinarily exercised by members of the profession currently practicing under similar conditions in
the same locale.  Terracon does not warrant the work of regulatory agencies, laboratories or other
third parties supplying information that may have been used in the preparation of this report.  No
warranty, express or implied, is made.

Terracon appreciates this opportunity to provide our environmental consulting services to
Mendocino County.  If you have any questions or need additional information, please feel free to
call me at 510-899-7005.

Respectfully,

Steffen Steiner Denise Wallen
CAC #92-0850 CSST #15-5444
Office Manager Engineering Assistant

Attachments Laboratory Reports
Chain-of-Custody Forms
Sample Location Diagrams
Inspector Certifications



Approved by:

Approved Signatory
Renee Luna-Trepczynski

Report for:

Mr. Steffen Steiner
Terracon Consultants, Inc. - Emeryville
1466 66th Street
Emeryville, CA  94608

Regarding: Project: R1197B60; Willits Library
EML ID: 2262381

All samples were received in acceptable condition unless noted in the Report Comments portion in the body of the report. The 
results relate only to the samples as received. The results include an inherent uncertainty of measurement associated with 
estimating percentages by polarized light microscopy. Measurement uncertainty data for sample results with >1% asbestos 
concentration can be provided when requested.

Eurofins EMLab P&K ("the Company") shall have no liability to the client or the client's customer with respect to decisions or 
recommendations made, actions taken or courses of conduct implemented by either the client or the client's customer as a result 
of or based upon the Test Results. In no event shall the Company be liable to the client with respect to the Test Results except for 
the Company's own willful misconduct or gross negligence nor shall the Company be liable for incidental or consequential 
damages or lost profits or revenues to the fullest extent such liability may be disclaimed by law, even if the Company has been 
advised of the possibility of such damages, lost profits or lost revenues. In no event shall the Company's liability with respect to the 
Test Results exceed the amount paid to the Company by the client therefor.

Dates of Analysis:
Asbestos PLM: 09-28-2019

Service SOPs: Asbestos PLM (EPA 40CFR App E to Sub E of Part 763 & EPA METHOD 600/R-93-116, SOP EM-AS-S-1267)

EMLab ID: 2262381, Page 1 of 12Aerotech Laboratories, Inc



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Total Samples Submitted: 29
Total Samples Analyzed: 29

Total Samples with Layer Asbestos Content > 1%: 2

Location: 1A, Roof; main field; roll on felt; north side flat roof; (W) Lab ID-Version‡: 10760486-1

Sample Layers Asbestos Content
Black Roofing Shingle with White Pebbles ND

Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND

Brown Wood ND
Composite Non-Asbestos Content: 10% Glass Fibers

7% Cellulose
Sample Composite Homogeneity: Poor

Location: 1B, Roof; main field; roll on felt; north side flat roof; center Lab ID-Version‡: 10760487-1

Sample Layers Asbestos Content
Black Roofing Shingle with White Pebbles ND

Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND

Composite Non-Asbestos Content: 15% Glass Fibers
Sample Composite Homogeneity: Moderate

Location: 1C, Roof; main field; roll on felt; north side flat roof; (E) Lab ID-Version‡: 10760488-1

Sample Layers Asbestos Content
Black Roofing Shingle with White Pebbles ND

Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND

Composite Non-Asbestos Content: 15% Glass Fibers
Sample Composite Homogeneity: Moderate

EMLab ID: 2262381, Page 2 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 2A, Roof; main field; shingle; north side of sloped roof; (W) Lab ID-Version‡: 10760489-1

Sample Layers Asbestos Content
Black Roofing Tar ND

Black Roofing Shingle with White Pebbles ND
Black Roofing Tar ND

Black Roofing Shingle with Tan Pebbles ND
Black Roofing Shingle with Tan Pebbles ND

Dark Brown Roofing Felt ND
Black Roofing Shingle with Multicolored Pebbles ND

Black Roofing Tar ND
Dark Brown Roofing Felt ND

Composite Non-Asbestos Content: 10% Cellulose
10% Glass Fibers

Sample Composite Homogeneity: Poor

Location: 2B, Roof; main field; shingle; north side of sloped roof; center Lab ID-Version‡: 10760490-1

Sample Layers Asbestos Content
Black Roofing Shingle with Tan Pebbles ND

Black Roofing Tar ND
Black Roofing Shingle with Multicolored Pebbles ND

Black Roofing Tar ND
Dark Brown Roofing Felt ND

Composite Non-Asbestos Content: 12% Cellulose
7% Glass Fibers

Sample Composite Homogeneity: Poor

EMLab ID: 2262381, Page 3 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 2C, Roof; main field; shingle; north side of sloped roof; (E) Lab ID-Version‡: 10760491-1

Sample Layers Asbestos Content
Black Roofing Shingle with Tan Pebbles ND

Black Roofing Tar ND
Black Roofing Shingle with Multicolored Pebbles ND

Black Roofing Tar ND
Dark Brown Roofing Felt ND

Composite Non-Asbestos Content: 12% Cellulose
7% Glass Fibers

Sample Composite Homogeneity: Poor

Location: 3A, Roof; parapet wall; north flat roof; (W) Lab ID-Version‡: 10760492-1

Sample Layers Asbestos Content
Black Roofing Shingle with White Pebbles ND

Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND

Composite Non-Asbestos Content: 20% Glass Fibers
Sample Composite Homogeneity: Poor

Location: 3B, Roof; parapet wall; north flat roof; (N) Lab ID-Version‡: 10760493-1

Sample Layers Asbestos Content
Black Roofing Shingle with White Pebbles ND

Black Roofing Tar ND
Black Roofing Shingle with Gray Pebbles ND

Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND

Composite Non-Asbestos Content: 20% Glass Fibers
Sample Composite Homogeneity: Poor

EMLab ID: 2262381, Page 4 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 3C, Roof; parapet wall; north flat roof; (E) Lab ID-Version‡: 10760494-1

Sample Layers Asbestos Content
Black Roofing Shingle with White Pebbles ND

Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND
Black Roofing Tar and Felt ND

Composite Non-Asbestos Content: 20% Glass Fibers
Sample Composite Homogeneity: Poor

EMLab ID: 2262381, Page 5 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 4A, Roof patch; black; north flat roof; pipe penetration Lab ID-Version‡: 10760495-1

Sample Layers Asbestos Content
Black Roofing Mastic ND

Composite Non-Asbestos Content: 10% Cellulose
Sample Composite Homogeneity: Good

Location: 4B, Roof patch; black; north flat roof; NE corner parapet Lab ID-Version‡: 10760496-1

Sample Layers Asbestos Content
Black Roofing Mastic ND

Composite Non-Asbestos Content: 10% Cellulose
Sample Composite Homogeneity: Good

Location: 4C, Roof patch; black; north flat roof; main field Lab ID-Version‡: 10760497-1

Sample Layers Asbestos Content
White Roofing Material ND
Black Roofing Mastic ND

Composite Non-Asbestos Content: 7% Cellulose
Sample Composite Homogeneity: Moderate

Location: 5A, Roof patch; gray; north flat roof; (N) parapet wall Lab ID-Version‡: 10760498-1

Sample Layers Asbestos Content
White Roofing Mastic ND

Gray/Black Roofing Mastic with Pebbles 10% Chrysotile
Composite Non-Asbestos Content: 3% Glass Fibers
Sample Composite Homogeneity: Moderate

EMLab ID: 2262381, Page 6 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 5B, Roof patch; gray; north flat roof; NE corner parapet Lab ID-Version‡: 10760499-1

Sample Layers Asbestos Content
Gray/Black Roofing Mastic ND

Composite Non-Asbestos Content: 10% Cellulose
Sample Composite Homogeneity: Good

Location: 5C, Roof patch; gray; north flat roof; main field Lab ID-Version‡: 10760500-1

Sample Layers Asbestos Content
Gray/Black Roofing Mastic ND

Composite Non-Asbestos Content: 10% Cellulose
Sample Composite Homogeneity: Good

Location: 6A, Roof patch; white; north flat roof; NW corner parapet wall Lab ID-Version‡: 10760501-1

Sample Layers Asbestos Content
White Roofing Mastic ND

Gray/Black Roofing Mastic with Pebbles 10% Chrysotile
Sample Composite Homogeneity: Moderate

Location: 6B, Roof patch; white; north flat roof; main field Lab ID-Version‡: 10760502-1

Sample Layers Asbestos Content
White Roofing Mastic ND

Sample Composite Homogeneity: Good

EMLab ID: 2262381, Page 7 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 6C, Roof patch; white; north flat roof; mech curb Lab ID-Version‡: 10760503-1

Sample Layers Asbestos Content
White Roofing Mastic ND
Black Roofing Mastic ND

Composite Non-Asbestos Content: 7% Cellulose
Sample Composite Homogeneity: Moderate

Location: 7A, Drywall with joint comp; custodial closet Lab ID-Version‡: 10760504-1

Sample Layers Asbestos Content
White Compound with Beige Paint ND

Cream Tape ND
White Joint Compound ND

Brown Drywall with Brown Paper ND
Composite Non-Asbestos Content: 15% Cellulose
Sample Composite Homogeneity: Poor

Location: 7B, Drywall with joint comp; open office Lab ID-Version‡: 10760505-1

Sample Layers Asbestos Content
Tan Wallpaper ND

Cream Glue ND
White Joint Compound with White Paint ND

White Drywall with Brown Paper ND
Composite Non-Asbestos Content: 10% Cellulose

3% Synthetic Fibers
Sample Composite Homogeneity: Poor

EMLab ID: 2262381, Page 8 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 7C, Drywall with joint comp; break room storage Lab ID-Version‡: 10760506-1

Sample Layers Asbestos Content
Tan Wallpaper ND

Cream Glue ND
White Compound with White Paint ND

Cream Tape ND
White Joint Compound ND

White Drywall with Brown Paper ND
Composite Non-Asbestos Content: 15% Cellulose

2% Synthetic Fibers
Sample Composite Homogeneity: Poor

EMLab ID: 2262381, Page 9 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 8A, Drywall ceiling with popcorn: break room; storage Lab ID-Version‡: 10760507-1

Sample Layers Asbestos Content
Tan Wallpaper ND

Cream Glue ND
White Compound ND

Cream Tape ND
White Joint Compound ND

White Drywall with Brown Paper ND
Composite Non-Asbestos Content: 15% Cellulose

2% Synthetic Fibers
Sample Composite Homogeneity: Poor

Location: 8B, Drywall ceiling with popcorn: break room Lab ID-Version‡: 10760508-1

Sample Layers Asbestos Content
Tan Wallpaper ND

Cream Glue ND
White Compound ND

Cream Tape ND
White Joint Compound ND

White Drywall with Brown Paper ND
Composite Non-Asbestos Content: 15% Cellulose

2% Synthetic Fibers
Sample Composite Homogeneity: Poor

Location: 8C, Drywall ceiling with popcorn: open office Lab ID-Version‡: 10760509-1

Sample Layers Asbestos Content
White Compound with White Paint ND

Cream Tape ND
White Joint Compound ND

White Drywall with Brown Paper ND
Composite Non-Asbestos Content: 15% Cellulose
Sample Composite Homogeneity: Poor

EMLab ID: 2262381, Page 10 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 9A, Popcorn acoustical spray-on ceiling; break room Lab ID-Version‡: 10760510-1

Sample Layers Asbestos Content
White Popcorn Ceiling ND

Composite Non-Asbestos Content: 5% Cellulose
Sample Composite Homogeneity: Good

EMLab ID: 2262381, Page 11 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".



Eurofins EMLab P&K
1501 West Knudsen Drive, Phoenix, AZ 85027

(800) 651-4802  Fax (623) 780-7695  www.emlab.com
Client: Terracon Consultants, Inc. - Emeryville
C/O: Mr. Steffen Steiner
Re: R1197B60; Willits Library

Date of Sampling: 09-24-2019
Date of Receipt: 09-26-2019
Date of Report: 09-30-2019

ASBESTOS PLM REPORT
Location: 9B, Popcorn acoustical spray-on ceiling; store room Lab ID-Version‡: 10760511-1

Sample Layers Asbestos Content
White Popcorn Ceiling ND

Composite Non-Asbestos Content: 5% Cellulose
Sample Composite Homogeneity: Good

Location: 9C, Popcorn acoustical spray-on ceiling; open office Lab ID-Version‡: 10760512-1

Sample Layers Asbestos Content
White Popcorn Ceiling ND

Composite Non-Asbestos Content: 5% Cellulose
Sample Composite Homogeneity: Good

Location: 9D, Popcorn acoustical spray-on ceiling; library area Lab ID-Version‡: 10760513-1

Sample Layers Asbestos Content
White Popcorn Ceiling ND

Composite Non-Asbestos Content: 5% Cellulose
Sample Composite Homogeneity: Good

Location: 9E, Popcorn acoustical spray-on ceiling; open office hall near employee RR Lab ID-Version‡: 10760514-1

Sample Layers Asbestos Content
White Popcorn Ceiling ND

Composite Non-Asbestos Content: 5% Cellulose
Sample Composite Homogeneity: Good

EMLab ID: 2262381, Page 12 of 12Aerotech Laboratories, Inc

The test report shall not be reproduced except in full, without written approval of the laboratory. The report must not be used by the client to 
claim product certification, approval, or endorsement by any agency of the federal government. Eurofins EMLab P&K reserves the right to 
dispose of all samples after a period of thirty (30) days, according to all state and federal guidelines, unless otherwise specified.

Inhomogeneous samples are separated into homogeneous subsamples and analyzed individually. ND means no fibers were detected. When 
detected, the minimum detection and reporting limit is less than 1% unless point counting is performed. Floor tile samples may contain large 
amounts of interference material and it is recommended that the sample be analyzed by gravimetric point count analysis to lower the detection 
limit and to aid in asbestos identification.
‡ A "Version" indicated by -"x" after the Lab ID# with a value greater than 1 indicates a sample with amended data.  The revision number is 
reflected by the value of "x".
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