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Sheet Notes

1. DEMOLISH EXISTING CONDENSING UNITS. VERIFY EXACT LOCATION.

2. DEMOLISH EXISTING REFRIGERANT PIPING TO INDOOR UNIT. VERIFY
EXACT LOCATION.

DEMOLISH EXISTING DISCONNECTS.

LOCATION OF
EXISTING
DISCONNECTS
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Sheet Notes

1. INSTALL NEW CONDENSING UNIT AT GRADE, SEE DETAIL 1/M601.

2. RUN NEW REFRIGERANT PIPING BETWEEN NEW CONDENSING UNIT
AND COOLING COIL IN CLOSET ON SECOND FLOOR.

3. INSTALL NEW CEILING DIFFUSER, TYPICAL. SEE DETAIL 4/M601.
4. SEE CONTINUATION UP ON SHEET M202.

5. PROVIDE NEW DISCONNECTS FOR CONDENSER UNIT.

MENDOCINO
DISCONNECTS ARE LOCATED BETWEEN COUNTY DOT

THE TWO CONDENSER UNITS.
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Sheet Notes

DEMOLISH EXISTING FURNACE AND COOLING COIL IN CLOSET,
VERIFY EXACT LOCATION.

DEMOLISH EXISTING REFRIGERANT PIPING TO OUTDOOR UNIT, VERIFY
EXACT LOCATION.

EXISTING DUCTWORK TO REMAIN, VERIFY EXACT LOCATION.

CUT EXISTING PLENUM FOR CONNECTION TO NEW DUCTWORK, SEE
NEW WORK SHEET M202.

Existing Units

EXTEND EXISTING DEDICATED OUTLET LOCATED ON FLOOR TO PROVIDE
TWO NEW OUTLETS NO LESS THAN 15” ABOVE FLOOR IN ACCORDANCE
WITH CALIFORNIA BUILDING CODE.

PROVIDE BLANK COVER AT EXISTING FLOOR OUTLET.
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SECOND FLOOR MECHANICAL DEMO PLAN

APPROXIMATE LOCATION OF EXISTING PANEL IN GARAGE LOFT AREA.
CONTRACTOR TO VERIFY.
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FULL SIZED LINED, GALVANIZED ¥ 4y

PLENUM CUT EXISTING SUPPLY DUCT AND -
\____ U CONNECT TO NEW PLENUM
\i:\ T

N
PVC FLUE AND INTAKE. CONNECT \ EXISTING SUPPLY DUCT -
TO FURNACE
CONNECT REFRIGERANT PIPING - -

N COOLING COIL
CONNECT CONDENSATE DRAINS TO EXISTING 4 MENDOCINO
CONDENSATE PIPING THROUGH VENTED TRAP—

YT COUNTY DOT
\C G
// FURNACE 340 LAKE MENDOCINO DR.
1
/

CONNECT CONDENSATE DRAINS TO EXISTING UKIAH, CA 95482
CONDENSATE PIPING THROUGH VENTED TRAP—|_| C_(ﬁé

‘.\C—

(1K)
MODIFY EXISTING RETURN DUCT TO CONNECT
— / TO NEW RETURN PLENUM.

12”x FULL WIDTH AT RETURN r _‘ 1
INSTALL CONDENSATE OVERFLOW PAN WITH L o J ,——FLOOR

3/4” CD PIPING TO TERMINATE =1
THROUGH OUTSIDE WALL.

Detail

— Furnace/Cooling Coil

[ ] CONCENTRIC VENT

FLUE

FLASHING CLAMP, SET CLAMP
IN HEAVY BEAD OF MASTIC

2°—0" MIN. OR AS INDICATED
ON THE DRAWINGS

FLASHING CONE BY METAL ROOF 1] METAL ROOFING. SEE ARCHITECTURAL
INSTALLER /SUPPLIER A/\/\/ DRAWINGS FOR FLASHING DETAIL
__\\/
ROOFING L )
1" MINIMUM ALL AROUND

FRAME AROUND WITH 2” X WOOD
BLOCKING

20 GAUGE SHEET METAL LINING.

LEFLER ENGINEERING, INC.

\QX%/ /

\ PVC INTAKE /COMBUSTION AIR 1651 Second Street San
NOTE: ROOF FLASHING SHALL BE IN ACCORDANCE — LE Eg;aigg%/\ 94901 (415)
WITH NATIONAL ROOFING CONTRACTORS PVC VENT/EXHAUST )
ASSOCIATION GUIDELINES. (415) 456-1248 fax

(3) Detail — Flue Through Roof NoT T0 SCALE
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